REVISIONS

._\N _.MH_.Hm UPDATED LABEL PR HN« -I“>I._._mq
l||_ le— 0.203 [ WIRE_COLOR Jows_| 2-28-18
Gl S—.] =
-\ \rmu cmcc PLANTCODE
3 _
L a NuVuM
i
31/8
_‘ 3 3/4 2
@ ( g 500 VA
| I 50/60 HZ
ORANGE 277 v
31/8
BLACK 115 V
2| N ( b
WHITE 0V
12 3 9/16
I 1 1
WHITE BLACK ORANGE
NOTES:
1) UL INSULATION SYSTEM EB6543—CLASS F 155°C.
2) UL RECOGNIZED COMPONENT: ANSI/UL506, ANSI/UL5085—1 AND ANSI/UL5085—2: FILE # E86403. MC]T
3) LEAD WIRES: 18 AWG, 12" LONG. o NORTH BABYLON N.Y.
4) 2500 VRMS HIPOT BETWEEN COIL AND CORE. MCI
5) WEIGHT: 6.6 LBS. TTE
6) RoHS AND REACH COMPLIANT. :m\mww< AUTOTRANSFORMER 500 VA
7) ALL DIMENSIONS ARE IN INCHES. DRAWNEY |APPRVDBY DATE DRAWING NUMBER
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